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ADDENDUM NO. 1 
 
 
Date:  July 29, 2020 
Project:  Rafael Meadows Pump Station Standby Generator Installation 
Job No.: 12300-05 
 
To:  All Planholders and Prospective Bidders 
 
The following changes and/or clarifications are hereby made to the Contract Documents, and shall 
become a part of the Contract Documents dated July 2020. 

1. Refer to Page 5 of 256, NOTICE INVITING SEALED BIDS, Paragraph 6: Change contract 
duration from 60 calendar days to 180 calendar days. 
 

2. Refer to the attached revised Plan Sheet 8 of 16: 
a. Add one (1) 15kVA 240:120/240 single phase NEMA 3R transformer mounted on 

existing control panel. 
b. Add one (1) 60A two-pole circuit breaker for transformer primary protection. Circuit 

breaker shall be of same type as existing control panel service disconnect. If same type is 
not available, supply equivalent ABB, Eaton, or Square D circuit breaker. 

c. Revise feeder from 100A service disconnect circuit breaker to transfer switch panel to 3 - 
#1 & 1 - #6G. 

d. Revise feeder from generator transfer switch panel to 3 - #1 & 1 - #6G. 
e. Revise feeder from transfer switch panel to existing control panel to 3 - #1 & 1 - #6G. 

 
3. CLARIFICATIONS: Delete all reference of Cummins Generator. See Exhibit B for Generator 

Specifications. 
 

4. CLARIFICATIONS: Contractor’s License shall be Class A or C-10 Electrical issued by the 
Contractors State License Board. 
 

5. CLARIFICATIONS: UPCCAA pre-qualified application may be submitted any time prior to the 
bid opening. 
 

6. CLARIFICATIONS: Bonds may be submitted electronically along with the bid. 
 

7. CLARIFICATIONS: Photos of the existing control panel are not available. The current design is 
based on as-built information available at the time the drawings were prepared. 
 

This addendum consists of three (3) pages including this page and attachments. Acknowledge receipt of 
this addendum in the space provided on page 13 of 256, Proposal Cover Page and Bid Schedule, of the 
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Addendum No. 1  
Rafael Meadows Pump Station Standby Generator Installation 
July 29, 2020    

101 Lucas Valley Rd Ste 300  • San Rafael, CA  94903  •  415.472-1734  •  Fax 415.499-7715  •  WWW.LGVSD.ORG 

Bid Forms, and by signing in the space provided below.  Submit original copy of this addendum cover 
page along with the bid.  Failure to do so may disqualify the bidder. 

Las Gallinas Valley Sanitary District:  Bidder: _____________________________________ 
 
 
 
   ____________________________________________ 
 

Michael P. Cortez, PE, District Engineer  (Authorized Signature)   (Date)  
Tel. No. (415) 472-1033, ext. 18 
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Page 248 of 256

NOTES:

1. NEW WORK SHOWN BOLDED. EXAMPLE
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- REMOVE MECHANICAL
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SWITCH PANEL(N) GENERATOR

40kW
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PANEL
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PANEL
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HAVE BEEN SIZEDACCORUINGTOLTHE
2008 NEC USING 75*CWIRE, UNLESS
NOTED OTHERWISE.

- RELOCATE 1OA/3P
CIRCUITBREAKER TO
(N) TRANSFER SWITCH
PANEL

jlOOA
OOA/3P21C, 4-JI, 1-16GF--

TEST g

BY-PASS

MTS
I&-} .5- ----100A/3P

, A240/120V, 30, 4W
PG&E SERVICE

139A 4-fl. 1-6GL --- TYP THIS PANEL.(WHM)- TB (E) PORTABLE
GENERATOR
RECEPTACLE

100A/3Pk MP/8-JAW
100 AMP
METER

1OOA
2"C. 4-11, 1-16G ATS

INTERCEPT (E) SERVICE AND
ROUTE TO (N) MAIN BREAKER

AND TRANSFER SWITCH PANEL

LSOCKET

1 OOA/3P

._
L RELOCATE PORTABLE

GENERATOR
RECEPTACLE BESIDE
(N) TRANSFER SWITCH
PANEL

2C. 4-11. 1-16G

(E) METER
PANEL

(E) CONTROL
PANEL

F_

T.
(E)

PANEL.

TEST
BY-PASS

TB

240/120V, 30, 4W, A
PG&E SERVICE50A> 50A0

WM 5
3P) 3p)'

8-JAW
100 AMP
METER

L-00CET

022 P.,SEWAGE PUMPS

1 1/4"C~

3 #8 PWR
1 #8 GND
2 #10 SENSORS
1 #10 GC

2 T2 4-I1, 1-j6G

SUMP PUMP

3/4"
12
12

2
1

PWR
GNDJB | JB

(1/3)10 110

(E)
PANEL
022P

-1-

SEWAGE
PUMP
NO 1
230V

SEWAGE
PUMP
NO 2
230V

SUMP
PUMP
11EV

50A 50A>
3P) 3PI

SEWAGE PUMPS

1 1/4"C~

3 #8 PWR
1 #8 GIND
2 #10 SENSORS
1 #10 GC

2 2

SINGLE LINE DIAGRAM (DEMO) SUMP PUMP

3/4" #12
#12

2
1

PWR
GNDJB3 JB

(1/3)10 10

SEWAGE
PUMP
NO. 1
230V

SEWAGE
PUMP
NO 2
230V

SUMP
PUMP
115V

PANELBOARD "022P" - 240/120V,10, 3W, 50A MAIN
BRKR
TRIP

BR R.
TRIP SINGLE LINE DIAGRAM (REVISED)CKT

NO
OKT
NO SERVING SERVING

SPACE70
MAIN

1 SPACE JOB NO.14300-06 & 12300-02
15/115/1 -[(E) AUTOSENSORY] 1I 2TRANSFER SWITCH PANEL HTR ALARMS & LEVEL CONTROLLER

LAS GALLINAS VALLEY SANITARY DISTRICT
MARIN COUNTY, CALIFORNIA

20/13 4VALVE PIT LIGHTPANEL LIGHTS **

15/15 VENT FAN 6PANEL HEATERS
STATOR HTRI PNL HTR/
BATTERYCARER DESCANSO & RAFAEL MEADOWS PUMP STATIONS

GENERATOR INSTALLATION - REUABILITY UPGRADESF DOES NOT MEASURE
ONE NC, L,THESE PANS ORE
NOT TO SCALE

20/17 8 *
*

SUMP PUMP
P1T: EXTEND
SCAAE: 1.1
BORDER:

22,34
COLOR: No
RED 0.70MM
YELLOW 0.20MM
GREEN 0.25MM
CYAN 0.40MM
BLUE 0.50MM
MAGENTAO.20MM
WHITE 0.35MM
GRAY 0.15MM

20/19 ENGINE BLOCK HTR 10PANEL RECEPTACLE

15/1 [(E) SPARE]11 GENERATOR LIGHT 12 SAN RAFAEL MEADOWS PUMP STN
ONE-LINE DIAGRAM

SPACE

* REPLACE (E) 15A/IP BREAKER W/(N) 20A/1P BREAKER
** ASSUMED ABANDONED - CONTRACTOR TO VERIFY AND DEMO CONDUCTORS

REVISED PANELBOARD SCHEDULE
NUTE ENGINEERING

907 MISSION AVE SAN RAFAEL, CALIFORNIA

~ARLj~

T& &

P. MILLS SHOWNM. CORTEZ1095SFEDERALWAY
BOISE,IDAHO83705
(208) 433-9997
(208)426-0550FAX

MARK T. WILSON
"re

M. WILLIAMSTEL 415453.4480 FAX 415.4530343I~fl

(kk MICHAEL P. CORTEZMARK R. WILLIAMS

0.15MM9

ControlEngineers0 1.00MM
210 0.70MM
210 0.60MM E-4

NO DATI E SCRIPTION B R APPRD
REVISIONS

FOR REDUCED PLANS ORIGINAL SCALE IS IN INCHESFILE: I 4RI1

FD144793

P
:\0

14
3 

N
ut

e 
E

ng
in

ee
ri

ng
\1

4-
01

 
D

es
ca

ns
o 

an
d 

R
af

ae
l 

M
ea

do
w

s 
G

en
er

at
or

s\
D

ro
w

in
gs

\E
-X

 
SA

N 
RA

FA
EL

 
M

EA
DO

W
S.

dw
g 

L
ay

ou
t: 

E
-4

 
S

in
gl

e 
Li

ne
 

P
ag

es
et

up
: 

Ig
vs

d 
11

x1
7 

dw
g-

pd
f

S
A

V
D

.
3
/1

6
/2

0
1
6
 

4:
53

 
PM

M
ar

ch
 

10
, 

20
16

Addendum 1 - RMPS Standby Generator Installation Page 3 of 3

ihuang
Rectangle

ihuang
Text Box
12 of 20

ihuang
Text Box

ihuang
Rectangle

mcortez
Rectangle

ihuang
Rectangle

ihuang
Text Box
SHEET 8 OF 16

scushman
Rectangle

scushman
Line

scushman
Line

scushman
Pencil

scushman
Text Box
60A

scushman
Line

scushman
Line

scushman
Rectangle

scushman
Callout
240:120/240V 1P TRANSFORMER

scushman
Line

scushman
Line




